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If you have a simple mechanical project—commercial or
multifamily residential—you can take advantage of DPD’s
streamlined Subject-to-Field-Inspection (STFI) permit
process.  This Client Assistance Memo (CAM) summa-
rizes the scope of projects that qualify for the STFI
permit process and the information required for permit
applications.

You can apply for a STFI permit for qualifying mechani-
cal work at the DPD Applicant Services Center (see
location and hours below).

All applications for STFI mechanical permits require
that you make plans, sketches, or relevant shop
drawings depicting the area of work and any other
pertinent information available at application intake.

NOTE:  If the DPD inspector determines that the
information provided is incomplete or inaccurate, the
issued STFI permit may be revoked and a complete
plan review and approval may be required.

Applicant Services Center Location &
Hours
The DPD Applicant Services Center (ASC) is located on
the 20th floor of Seattle Municipal Tower at 700 Fifth
Ave. in downtown seattle.  Office hours are:

Monday, Wednesday, and Friday
7:30 a.m.-5:30 p.m.

Tuesday and Thursday
10:30 a.m.-5:30 p.m.

Permit applications are accepted on a first-come, first-
served basis.

414

Limitation of Scope
It is important to note that the STFI Mechanical permit
process is limited in scope and not available for
projects that involve any work in shoreline and/or
historical districts, or that affect the exterior of the
building (other than replacement of certain existing
equipment as noted below).

All mechanical projects requiring plan review must still
be applied for at the ASC Information Desk.  For more
information on mechanical and energy projects requir-
ing plan review, see CAM #415, "Applicant Responsi-
bilities and Plan Requirements for Mechanical Permits."

Qualifying for an STFI Commercial Permit
Work that qualifies     for an STFI Commercial permit must
meet the following specifications:

All work values are less than $15,000

Ductwork revisions and additions to existing duct
systems.  Includes registers, diffusers, grille vents,
and up to 2 VAV boxes (fan boxes/VAV boxes
without new strip heat).

Replacement of equipment in kind, e.g., same fuel
type, maximum total of 4 ton/48,000 BTU, weighing
less than 500 lbs., within the building interior.
NOTE:  Replacement in kind of exterior units is only
allowed using existing penetrations.

New cooling-only units located within the building
interior and serving only computer, printing, and
refrigeration rooms.  Equipment is limited to 4 tons/
48,000 BTU total and a maximum equipment weight
of 500 lbs.  Qualifying work is limited to installation
of one unit only for each computer/equipment room
per application.   Heat pumps and units with
heating capacity are not allowed.

Replacement in kind of unit heaters

New unit heaters (require Heating Equipment Sizing
Form)

Installation of bathroom exhaust fans on existing
commercial systems

http://www.ci.seattle.wa.us/dclu/Publications/cam/cam415.pdf
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LEGAL DISCLAIMER:  This Client Assistance Memo (CAM) should not be used as a substitute for codes and regulations.  The applicant is
responsible for compliance with all code and rule requirements, whether or not described in this CAM.

Bring your completed applications materials to the
ASC and sign in at the Information Desk.  If a contrac-
tor will perform the work, you must bring proof of state
contractor’s license at the time of permit purchase.

Fees
Full payment of permit fees is required when you apply
for your permit.  Permit fees are based upon the valua-
tion of the work to be performed as established in the
current Fee Subtitle, available online on our "Fees" page
at www.seattle.gov/dpd/about.....  A printed copy may
be purchased at our Public Resource Center, 20th floor,
Seattle Municipal Tower, 700 Fifth Ave., (206) 684-8467.

You may pay your permit fees with a check, cash,
credit card, or by setting up an Escrow Account with
the DPD Cashier, also on the 20th floor, Seattle Munici-
pal Tower.  An Escrow Account form is available at
www.seattle.gov/dpd/publications/forms.....

Inspection Requirements
Applicants should be aware that they must request
and receive all required inspections.  All STFI Mechani-
cal permits require that plans, sketches, or relevant shop
drawings depicting the area of work and any other
pertinent information be made available to the inspector
on-site.  Include equipment size and efficiency, duct size
and type, and CFM delivered at each duct location. The
completed application package must also be available to
the inspector on-site.

To request a building inspection, call our 24-hour Inspec-
tion Request Line at (206) 684-8950.  Same day inspec-
tions are provided for requests made by 7 a.m.  If you
have questions for your inspector call (206) 684-8950.

Tracking Your Permit
Information about your permit status is available online
at www.seattle.gov/dpd/permits.

Questions?
If you have questions about your permit application,
please contact a permit specialist in the ASC (see
location and hours on page 1).

Work that does not qualify     for an STFI Commercial
permit includes:

Work on more than two adjacent floors.

Alterations related to a change of use as defined by
the Land Use Code.

Work in a hospital, clinic, or medical lab (medical
offices classified as Group B occupancies are okay).

Work that involves heating equipment or new
heating capacity.

Work that involves fire dampers or stair and elevator
pressurization fans.

Commercial kitchen hoods.

Work that requires penetrations through tenant or
occupancy separation walls.

Work that requires penetrations to the exterior walls
or roof (other than piping penetration) of any struc-
ture or affects the exterior walls or roof in any way.

Qualifying for an STFI Multifamily
Residential Permit
Work that qualifies for an STFI Multifamily Residential
permit includes:

Residential bathroom, kitchen, dryer, laundry room
or closet exhaust fans (for type III, IV, or V struc-
tures with individual unit venting systems). Each
exhaust must terminate at the exterior wall of
structure.  (Project value may exceed $15,000.)

Furnaces and heat pumps in buildings with no more
than four units that have systems completely
contained within each unit.  A separate permit is
required for each unit.

Any work not meeting these requirements does not
qualify     for an STFI Multifamily Residential permit.

How To Apply
To apply for a STFI Mechanical permit you will need the
following forms:

STFI Mechanical Permit Application
STFI Mechanical Permit Checklist - aids in quickly
reviewing an application and determining eligibility
ASC Counter Application
Financial Responsibility Statement
Contrator Disclosure Form
Escrow Account Form (optional)

These application materials are available online at
www.seattle.gov/dpd/publications/forms or at the ASC.

Links to electronic versions of DPD Forms, Client
Assistance Memos (CAMs) and Codes are
available on our website at www.seattle.gov/dpd.....
Paper copies are available from our Public Resource
Center, 700 Fifth Ave. Suite 2000, (206) 684-8467.

Access to Information

http://www.seattle.gov/dpd/About/DPD_001311.asp
http://www.seattle.gov/dpd/Publications/Forms/default.asp
http://www.seattle.gov/dpd/permits/
http://www.seattle.gov/dpd/Publications/Forms/default.asp
http://www.seattle.gov/dpd/
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